






































accommodation of our needs. Thus we arrived at the use of
the two-dimensional matrix as a convenient means of
organization (see Figure 6). We found that by organizing
the matrix in terms of built elements of the housing system
versus attributes, we were able to index all the criteria
conveniently. The built elements are lettered, and the
attributes are numbered. Thus, for example, under Section
H-5 of the criteria, one would expect to find all require-
ments and criteria relating to noise generated by plumbing.
Figure 7 shows a typical performance statement found
in the BREAKTHROUGH criteria. Under Section A-1, which is
structure and structural serviceability, we have a require-
ment which is a quantitative statement of what the user
wants from the housing system. This particular requirement
is that occupants should not experience discomfort as a
result of horizontal movement under service wind load.
The criterion, on the other hand, is a quantitative state-
ment written in technical terms. Basically, this
criterion states that at 9/10 service dead load and full
service wind load, the horizontal movement of the building
should not exceed 1/500 of its height. The criterion
thus is a statement which permits one to make a determina-
tion as to the performance of the housing system.
The next item to be considered in the development of
a performance statement concerns what tests are acceptable.
The term "'test' is used in its broadest sense to connotate
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Structure

Walls and Doors,
Inter-Dwelling

Walls and Doors,
Intra-Dwelling

Floor-Ceiling

Interior Space Dividers

Walls. Doors
and Windows
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Envelope

Roof-Ceiling,
Ground Floor
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relating to noise

Plumbing

generated by
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Section H5

Mechanical Equipment,
Appliances

Power, Electrical
Distribution, Communications

Lighting Elements

Enclosed Spaces

Rl =TQO MmO O ® D>

FIGURE 6 - Guide Criteria Matrix
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A. STRUCTURE
1. Structural Serviceability

Requirement. Occupants should not experience discomfort as a
result of horizontal movement caused by story drift under service!l
wind load.

Criterion. At a load level of 0.9 servicel dead load and 1
service wind Toad (0.9D + 1W), the horizontal drift due to the
superimposed load of TW is not to exceed the following limits:
dh - 0.002h, in which h is the height above finished grade (ground
outside building) or the interface between the building system and
a separately-built basement, whichever is higher; dh is the lateral
displacement at a story level (story drift).

Test. Analysis and/or physical simulation.

Commentary. Generally, a structure will experience its most
severe Tateral deflections under a condition of minimum gravity load
and maximum Tateral load and this criterion is designed to prevent
excessive drift under such loading. There has been limited experience
with high-rise apartment structures which indicates that when such
structures are designed to permit Tateral drift in excess of h/400 to
h/500 under maximum service wind loads, discomfort is felt by some of
the occupants during severe wind conditions. Even though human discomfort
is probably related to motion, and therefore to the acceleration and the
natural frequency of the building as well as to drift, this conservative
criterion should be used until additional research is done in this field.
In practice, many steel buildings are designed for a lateral drift of h/400
based on the bare structural frame. It is assumed that the stiffening
effect of walls, partitions, cladding and other built elements will reduce
the actual drift of these buildings to Tess than h/500.

No data from full-scale tests of conventional wood-frame construction
are available at this time. Approximate analysis indicates that the
combined stiffening effect of all walls, partitions, connections and
cladding causes these structures to meet this criterion. The adequacy of
this type of construction is confirmed by a history of satisfactory per-
formance.

1Service load is maximum Toad which has a recurrence interval equal
to the useful life of the structure. In the absence of detailed
statistical information, service Toads are assumed to be equal to
currently accepted "design loads."

FIGURE 7 - Example Performance Statement
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the means for demonstrating compliance and can thus refer

to engineering computation and analysis, prior documented
experience or physical simulation. If there are ASTM or
other standard tests which are applicable, these are
referenced. However, for horizontal movement of buildings,
there is no standard test. Thus we call for analysis and/
or physical simulation - either of which would be acceptable.

The final item which makes up a complete performance
statement in the BREAKTHROUGH criteria is a commentary.
Strictly speaking, this is not a necessary component of the
performance statement. However, since Operation BREAKTHROUGH
is an experimental program and since these criteria
represent a translation of the most advanced state of the
art, we found it desirable to state clearly the origin of
the criterion and our degree of confidence in the perfor-
mance levels or test methods specified.

It may be well now to look at what we consider to be
the life cycle of these Guide Criteria (see Figure 8). The
criteria were originally developed by NBS. They went to
ACHUD, and ACHUD has since recommended the criteria to HUD
for use in Operation BREAXTHROUGH. HUD has issued the
criteria to the Housing System Producers (HSP's) for their
guidance during the design and development portion of the
program. During this process we have been working very
closely with the HSP's. We have received valuable input

in the way of feedback from them, and we are continually
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FIGURE 8 - Life Cycle - Guide Criteria

updating and improving the criteria on the basis of this
feedback. We expect the same procedure to take place
during the construction process. And, finally, during
occupancy we expect a major feedback from a detailed docu-
mentation program of the performance of the housing
systems. We expect to have very significant input as a
result of this program, and we feel that, by the end of
this period, we will have a set of Guide Criteria which
will have received more study and examination than any per-

formance document ever has in the building industry.
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A point which should be made is that even at the end
of the 2-year life cycle, the criteria will not be final
or frozen. The criteria must be the subject of continual
refinement and upgrading. However, we feel that after this
2-year development cycle, the criteria can function as:

(1) The basis for a continuing system for evaluating

innovative housing solutions; and

(2) Major technical input for the development of

future performance-based housing and other
building codes.

In conclusion, the process which has been described
herein can best be illustrated by an actual case history of
how a system can and has been evaluated against performance
criteria. The housing system shown in Figure 9 was pro-
posed for erection in a large U.S. city several years ago
as part of a HUD experimental program. The project was
held up for over a year because the local building official
did not have sufficient evidence upon which to base the
issuance of a building permit. The building system in
question used a lightweight precast, mechanically connected
structural frame. It is normal practice for such a frame
to be designed so that the frame itself (Figure 10) is cap-
able of resisting all vertical and lateral loads. However,
the designer of this particular system - realizing that,

for every additional $100 expended for the system, there
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FIGURE 9 - Industrialized Housing System

would be some 15,000 Americans who would be priced out of
its market - took full advantage of the fact that his sys-
tem was not merely a bare skeleton; it consisted of the
frame plus the partition walls and exterior walls, which
went to make up the total building. He relied upon this
cladding of the building to provide most of his lateral
load's resistant capacity.

The problem which was facing the local building
official was whether or not this system was structurally
adequate. The system involved the use of new materials
and different fabrication techniques - innovations which

definitely departed from the code. The National Bureau of
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FIGURE 10 - Structural Frame

Standards' Building Research Division was consulted, and we
recommended some type of performance evaluation. At first,
approaching the problem in terms of an analysis of the

system, we found the prohlem was so complex and the system
so innovative that a precise analysis was not possible. An

approximate analysis indicated that the structure was
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probably adequate. However, because there were still a
numher of unresolved questions relating to its overall
behavior, we felt that physical testing was necessary. The
structural performance criteria which we needed to evaluate
for this particular system were, from a safety standpoint,
its reliability against collapse; and from a serviceability

standpoint, its static stiffness, its dynamic response and
its freedom from distress under load. From the analysis

performed on this system, we were confident that by testing
a one-story module taken from the structure, we could
properly simulate the behavior of an entire three-story
construction. Thus, this one-story module depicted in

Figure 11 was erected in our laboratory in Gaithersburg,

Maryland. We used the actual structural components which

FIGURE 11 - Laboratory Model - Frame Only
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were proposed for the system, and we also added the actual

cladding materials which were to be used on the prototypes

(Figure 12).

FIGURE 12 - Laboratory Model with Walls in Place

After the complete erection of the one-story module, we
erected our test frames (Figure 13). Horizontally-acting
hydraulic rams simulated the effect of wind loads on the
three-story building, while vertically-acting rams simu-
lated the column loads from above. The effect of uniformily
distributed floor loads was simulated by using pneumatic

air bags. Because the structure was tested in the

laboratory, we were able to instrument it in considerable
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FIGURE 13 - Laboratory Model Ready for Test

detail and to document the total response of the building
under a wide range of locad conditions.

The code in the city in question called for the struc-
ture to have a capacity to resist a 90 mile per hour wind
load. We tested for a simulated wind load of up to 150 mph,
and even at that point, the structure was not exhibiting
any signs of major distress. The module which was tested
had an area within it of size equivalent to that of a typical
living room which was 12 x 20 feet. The code required that
a living room of that size, when all the safety factors
were taken into account, be capable of resisting an applied

load equivalent to 240 average-weight people. In our tests,
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we reached a load equivalent to 540 people without the struc-
ture's failing. One of the major issues concerning this
housing system was the effectiveness of the partition walls
and exterior cladding of the building in resisting load -
primarily in the resistance of lateral loads. The first
tests which we carried out were of the total structure with
the walls in place; the results of this testing are
illustrated by the solid curve in Figure 14. This response

was quite satisfactory in terms of the criteria which has
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FIGURE 14 - Wind Load vs. Horizontal Translation
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been set for evaluating the system. But, we were also
interested in the actual influence of these walls and
cladding material on the total response of the structure.
Thus we removed all the cladding and wall material and
tested the structure again. The lower response shown by
the dashed curve was totally unsatisfactory. This testing
is of special interest in that it shows the massive
influence that normally-neglected cladding materials have
on total system behavior. And unless one considers the
totality of the system's nature of innovative housing solu-
tions, he seriously errs in attempting to evaluate them.

The period of time required for this testing was under

three weeks, and we were able to deliver our final report
concerning the performance evaluation of the system within
eight weeks. Because this was the kind of documentation
required by the building official in order for him to
make his decision, in less than a week he was able to
issue a building permit. However, due to certain non-
technical factors, the system was never built in the city
where it was originally proposed. But it has since been
built in two other cities and the performance evaluation
which was carried out formed the basis of acceptance in
those cities. The obvious conclusion to be drawn from
this anecdote is that carefully executed performance
evaluation can indeed provide a vehicle of acceptance for

the building official.
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Operation BREAKTHROUGH is a phased program. The first
step was the preparation of proposals, their evaluation,
and the selection of the 22 Housing System Producers and
the prototype sites. Phase I of Operation BREAKTHROUGH is
the prototype design phase, and we are now reaching the end
point of that particular phase. Phase II is prototype
construction, Ground has been broken on all 9 BREAKTHROUGH
Prototype Sites and site work is underway at this time
(Feb 1971). Concurrently with Phases I and II, we are

carrying out tests and evaluations of the housing systems.

A considerable amount of this evaluation has already taken
place, and a limited number of physical tests have been
carried out or are underway. Before we recommend to HUD
that any system be certified, it will be thoroughly evaluated;
and where necessary, it will be adequately tested. In addi-
tion to this, the system's performance on the prototype
sites will be thoroughly documented. In carrying out the
evaluation and testing program on the 22 systems, we are
following the lines of communication indicated in Figure 15.
NBS is acting as the focal point for all testing and
evaluation. We are using other laboratories and consultants
as far as is possible. After thorough evaluation of a
system, NBS will submit the results to HUD, and after HUD
reviews these results, they will be communicated to the
ACHUD Panel. There they will be validated and the final

recommendation concerning certification will be returned to

24



EVALUATION AND TESTING
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FIGURE 15 - Evaluation and Testing

HUD, At that point, if HUD has received an affirmative
response from both NBS and ACHUD, the final certification
report concerning the system will be issued. It is the
opinion of those of us directly involved in BREAKTHROUGH
that, by the time the building official, the consumer, the
community and the lender are asked to accept a certified
system, it will have been so thoroughly evaluated and docu-
mented that there should be little if any question regarding

its acceptability.
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